Abstract -Traditionally the indoor contaminant distribution can be obtained by CFD methods. However, it is too time consuming and costly. This paper reports the development of a zonal approach as a simple model to provide an alternative and inexpensive approach for indoor contaminant distribution. Experimental measurements and CFD results are employed to validate the reliability of this method for direct problem. This comparison shows the capability of zonal method for solution of air flow in indoor environments. Finally, inverse zonal method is developed to predict the unknown indoor contaminant source location and strength (emission rate) knowing source release time. The inverse analysis for solving the identification problem is Levenberg-Marquardt method. The results show that this inverse analysis can identify the characteristics of a gaseous emission source using a zonal model as the direct problem.
Introduction
People spend more than 80% of their life time in indoor environments [1] . The level of protection of a building against the intentional or accidental release of chemical agents is crucial. Both scenarios could endanger life and safety of the building occupants. Quickly identifying the characteristics (e.g., location and strength) of contaminant source in short time is important for taking prompt response measures to protect occupants and mitigate losses.
Todays, the inverse analyses, especially during the last three decades, relying on the accuracy of measurement data for analysing mass and heat transfer systems have been more attention. In this way, inverse methods are used in various practical problems in fields of science and engineering, especially in the design and control of fluid, thermal and pollutant systems. The most application of inverse methods is to determine the boundary conditions, the position and strength of heat source/sink, the position and rate of pollution emission and gases release in the environment and to estimate the unknown parameters such as thermophysical properties of the material.
In the other words, in the inverse pollution problems involving gaseous pollution sources, the transient effects associated with pollutant diffusion or convection are important. In fact, the pollution entering into space or generated in space is estimated using the transient concentration distribution at certain points near the boundaries of geometric. Thus, the identification of a contaminant source is an inverse problem compared to the prediction of contaminant dispersion. Although much work has been conducted on the inverse problem in heat transfer, ground water transport and atmospheric constituent transport, only a little work has been published on the determination of indoor contaminant source [2] .
Zhang and Chen [3] applied inverse CFD modelling to locate the source of a contaminant inside an enclosed space. They used quasi-reversibility method which solves the specie mass conservation equation with reversed time step. They applied this method to find the source of a contaminant in an aircraft cabin and an office building. Liu and Zhai [4] proposed a probability-based CFD modelling method for identifying the location of an instantaneous source. The application of this model was tested for a 2-D office and 3-D aircraft cabin. The inverse modelling was conducted with a known contaminant release time. The model showed an acceptable accuracy in predicting the contaminant source location.
Running a CFD program cannot give a fast real-time result; hence, Liu and Zhai [5] developed a probability-based inverse multi-zone method for identifying source location in a building with many components. The method requires the knowledge of exact source activation time. Bastani et al. [6] developed a method which uses artificial neural network as a statistical analysis integrated with a multi-zone airborne contaminant transport model, CONTAM. This method was able to predict the source location in more than 90% of the cases when the building was monitored by three or more sensors.
Previously inverse analysis was applied to multi-zone and CFD methods. But due to the limitation of the multi-zone method for large environments and the time consuming CFD methods, in this paper, a faster inverse zonal method is developed. Inverse zonal method in comparison to multi-zone method has more accurate results and is much faster than CFD methods. In fact, the goal and novelty of this research is the identification of unknown parameters using an inverse simplified CFD-type model with a good accuracy in less time consumption and computation cost.
In this manner, a zonal approach as the direct problem is developed to provide an alternative and inexpensive approach for the indoor contaminant distribution. For validating the solution of the direct problem, its results are compared to experimental data and CFD results. This comparison shows the capability of zonal method to obtain indoor air flow/contaminant distribution within engineering accuracy. Finally, an inverse zonal model is developed to predict the unknown indoor contaminant source location and strength knowing source release time. The inverse method is LevenbergMarquardt method. The results show the powerful ability of this inverse method to identify the characteristics of a gaseous emission source using a zonal model as the direct problem.
Direct Problem: Zonal Method
To obtain indoor contaminant air distribution, the Inard Pressure-Zonal [7] method is used as the flow simulation model for the ventilated rooms. In this way, the space is subdivided into a structured Cartesian grid of control volumes or cells. It provides air volume of each zone, airflow rate between zones, and wall areas of the zone adjacent to the walls for indoor environment simulation. The fundamental assumptions of the model are [8] :
1. Each zone is well mixed and all properties are uniform inside it; 2. The air density is constant; 3. The air and species in the air are transported from zone to zone only by the convection, and the diffusion is neglected;
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For vertical faces with horizontal flow, the air flow rate between zones can be written as:
For horizontal faces with vertical flow, the pressure term must account for the hydrostatic pressure difference of the air [7] :
As can be seen, all sentences in the equation of momentum conservation are summarized in a coefficient and this equation has been simplified. Comparison of the results of zonal method with the experimental data shows that for most flows of convective heat transfer, this coefficient can be had a value between 0.6 and 0.8, and it produces good results [9] [10] [11] . In the air zonal model, the ideal gas equation is used to calculate the density.
The conservation equation of gaseous pollution in air can be as the following partial differential equation [6] : 
The left hand side of Eq. (4) is the rate of concentration changes with time. The terms at the right hand side of the equation are the convective, diffusion and source of pollution in the environment. In order to model the propagation of air and pollution by zonal method, as before written, it is assumed that each volume is thoroughly mixed and all properties are uniform. The diffusion phenomenon of pollution is neglected and it is assumed that air pollution can be transported from one zone to adjacent zone only by convective phenomenon. Based on the above assumptions, the mass balance equation of pollution for each zone is [6] : 
Inverse Problem: Levenberg-Marquardt Method
Identifying the contaminant source location and strength by sensors' data is known as an inverse problem. Finding source of the contaminant released into indoor can be useful, because at this time, appropriate actions can be taken to deal with this event. The released contaminant in enclosed environment can be in gas, liquid, or solid phase. This paper concerns gaseous contaminant transport. Generally, when a contaminant releases inside a building, the contaminant concentration in a sensor location is a function of the source location, source release time and source strength. Here, Levenberg-Marquardt method is used to predict the contaminant source location and strength in a mechanically ventilated indoor environment knowing source release time.
The solution of the inverse problem for the estimation of unknown parameters is based on the minimization of the ordinary least squares norm:
where the estimated concentrations (p) are obtained from the solution of the direct problem at the measurement location and are the measured concentrations. To minimize the least squares norm given by Eq. (6), derivatives of (p) with respect to each of unknown parameters must be equal to zero. For the nonlinear inverse problems, a Taylor series expansion around p is used to linearize the vector of estimated concentrations, ( ). Finally, the following equation can be used to estimate the unknown parameters in an iterative manner:
where the sensitivity or Jacobian matrix is written as:
The iterative procedure given by Eq. (7) requires the matrix (J k ) T J k to be non-singular. For ill-conditioned problems, [12] first, based on his observations, combined the steepest decent and Gauss-Newton methods:
If µ becomes very large, Eq. 10 tends to the steepest decent method (the linear approximation by starting from the initial value), if µ becomes very small, Eq. 9 tends to the Gauss-Newton method (the quadratic approximation by approaching to the minimum value). By assuming a linear approximation of errors or a small residual of errors, Eq. (9) can be rewritten as follows [13] [14] :
After that, Marquardt [15] suggested to have much smaller gradient in the minimization direction together with estimating local curvature information, it is better to be used the diagonal matrix of Hessian matrix instead of the identity matrix in Eq. (10):
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The purpose of the matrix term μ k k is to damp oscillations and instabilities due to the ill-conditioned characteristic of the problem, by making its components large as compared to those of J T J, if necessary. In fact, the insight of Marquardt was that when μ is high and we are doing essentially gradient descent, we can still get some benefit from the Hessian matrix that we estimated. This technique is quite efficient for solving linear and nonlinear least squares problems of parameter estimation in an iterative manner. On the other hand, it is one that works extremely well in practice and it is a virtual standard for optimization of medium sized nonlinear problems.
Experimental Validation
The experiment which was carried out in a test chamber and mainly focused on the contribution of contaminant in the supply air [16] is utilized for validating the present results of the direct problem. In this experiment, a supply air inlet (0.2 m × 0.2 m) and an exhaust air outlet (0.3 m × 0.18 m) are arranged in two side walls (Fig. 2) . There are no inner heat sources and contaminant sources in the chamber. The wall boundary is treated as adiabatic. The air change rate of the chamber is 7.4 ACH. CO2 was used as the tracer gas in this experiment and it was released in the supply air duct close to inlet. The emission rate is kept at 25 L/min by a flow rate controller in order to create a constant supply concentration. Three sensors were placed in the room space to record the transient concentration (Fig. 3) .
The further transient concentrations at the three sensor locations have been calculated using zonal method with 175 zones. The comparison between the calculated results and experiment measurements are shown in Fig. 4 . Because there inevitably exist some recording errors and delay of CO2 detectors at the beginning period of emission, the relative errors between the measured and calculated values are a little higher. From the results, it can be concluded that the proposed expression to solve the direct problem has an acceptable accuracy in determining the transient concentration distribution. 
The Results of the Inverse Problem
According to the previous validation, by considering a room space and its indoor contaminant source, the unknown characteristics of the contaminant source including the source strength and location are estimated using inverse analysis. The dimension of room and the supply and exhaust air locations are shown in Fig. 5 . The supply air velocity is considered 0.5 m/s and is not contaminated. The only cause of indoor production and emission of contaminant is the gaseous contaminant source. Layout of contaminant source and contaminant concentration sensors is shown in Fig. 6 .
Later on, three issues including estimation of the constant contaminant source strength by knowing its location, time varying contaminant source strength by knowing its location and estimation of constant contaminant strength without knowing its location have been studied by using the inverse zonal method. For each issue, the sensitivity and inverse analyses have been done. For simulating numerically the real data of a sensor, the calculated contaminant concentration using the direct problem is used as follows: 
Constant Contaminant Source
In this section, the strength of a contaminant source is considered constant and equal to 5 mg/s. Then, the sensitivity analysis is done and shown in Fig. 7 -(a) for this inverse problem. By assuming different noisy values for the contaminant sensor, the contaminant source strength is estimated by Levenberg-Marquardt method and is shown in Table 1 . The initial guess for contaminant source strength is 2 mg/s. 
Time Variable Contaminant Source
The inverse zonal method is used to estimate the time varying contaminant source strength according to the two unknown parameters A and B in the form of A + B t. For this inverse problem, it is assumed that location of contaminant source and released time are known, but the source strength is unknown. The values of A and B are 7 mg/s and 2 mg/s2, respectively. The initial guess for both unknown parameters (A and B) is considered equal to one. Sensitivity analysis has been used for these unknown parameters and is shown in Fig 7-(b) . As can be seen, the sensitivity of parameter B to the sensor data is more than that of parameter A over the time and this difference increases excessively by passing of time. It means that, to estimate parameters A and B, the estimation of parameter B is much faster and more accurate because of its high sensitivity. By assuming various noisy values for the contaminant sensor, two unknown parameters of contaminant source strength have been calculated and shown in Table 2 , using Levenberg-Marquardt method. Present Results CFD Results [16] Experimental Data [16] 125-7
Constant Contaminant Source and Unknown Location
By assuming an unknown constant contaminant source strength and location along the length of the room, they are estimated using the inverse zonal method. The contaminant source strength is considered 7mg/s. Notice that in this case, the location is considered as a zone number along the length of the room. Therefore, due to the creation of eight zones along the length of the room, the contaminant and sensor locations are in zone numbers two and eight, respectively. The initial guess for the contaminant source strength in the room is equal to 3 mg/s and for the contaminant location along the length of the room is considered zone number one. Sensitivity analysis for source strength and location is shown in Fig 7-(c) .
According to the performed sensitivity analysis, the sensitivity of contaminant source location is increased over the time and this means the accurate estimation of source location is related to the source strength. The results of inverse analysis are shown in Table 3 . As shown, Levenberg-Marquardt method is able to calculate the strength and location of contaminant source with acceptable error.
Conclusion
The aim of this research is to develop a method involving sensors to have the ability of estimating the characteristics of contaminant source in closed environments. In such methods, the speed of recognizing unknown parameters in order to the safety of residents against intentional or accidental release of contaminant is of the most importance. In this paper, the inverse zonal method for identification of indoor contaminant source is developed.
For this purpose, simulation of contaminant emission into the indoor environment as the direct problem has been performed by the zonal method. In this problem, the contaminant has been entered the room through air conditioning and there have been no inner heat sources and contaminant sources in the room. The direct problem has been validated by comparing its results to experimental data and CFD results. According to this comparison, the direct problem yields results within engineering accuracy. After validation of the zonal method, a new sample space has been defined in order to investigate the application of inverse zonal method in calculating the strength and location of unknown contaminant sources. In order to show the ability of the inverse zonal method, three sample problems have been defied by unknowing the constant contaminant source strength but its location is known, unknowing contaminant source strength which changes linearly by the time but its location is known, and unknowing the constant contaminant source strength and its location along the length of the room. Then the Levenberg-Marquardt method has been used in order to estimate the unknown parameters. This study has found that in this inverse method by taking 10 percent error in the measurement data, the unknown parameters are estimated with acceptable accuracy.
